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Application Note

GSCM-Mini-i Generator Start Module 

configuration for HONDA EU7000is with the 

Outback Inverter Module

GSCM-MINI-i
Atkinson Electronics Incorporated - 2005
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1) Turn and leave generator key in “ON” Position to enable remote start.
 

2) To reduce drain on generator battery its best to power GSCM module 
from main battery pack or Outback inverter power.  

NOTES:

closes momentarily to 
mimic pushing start button

Will attempt 3 starts before error

First remove factory shorting 
plug from inside compartment

C1 Pin #
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K1 = Starter Relay

K2 = Main Power Relay
closes sustained to power generator

controller and opens to turn off generator

OUTBACK INVERTER 
TERMINAL BLOCK

CON3 


